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NOTES:

1. EXISTING AND NEW ID'S SHOWN FOR REFERENCE. CHANGE TO NEW ID'S BASED ON VENDOR'S
EQUIPMENT STANDARDS. COORDINATE NEW ID'S WITH COTR. SHOW NEW ID'S ON AS-BUILTS.

2. PROVIDE ADDITIONAL FAS SUB PANELS AS REQUIRED DEPENDING ON VENDOR'S CONFIGURATION,
MODULE LOADINGS, ETC.

3. DUAL FIBER BACKBONE ROUTE SHOWN IS REPRESENTATIVE ONLY, ROUTE IN OPTIMAL, SECURE
MANNER IN CONDUIT. SHOW NEW ROUTING ON AS-BUILTS.

4. "MONITOR" INCLUDES ABILITY TO MAKE VOICE ANNOUNCEMENTS.

Fire Alarm Control Unit

Zone [ Circuit

Module

Notes:

intended operation

« Fire alarm circuits are to be designed and installed in accordance with
NFPA 72, National Fire Alarm Code and NEC 70, National Electrical Code
* Refer to accompanying page which provides explanation and details of
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